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Cut the ends of the 
power conductors 
with wire cutters. 
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When ends are prepped twist the two BLACK bare copper  
conductors together and the two RED bare copper conductors  
together using a pair of linesmans pliers.  
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Feed the twisted pair of conductors through the insert 
and torque to 40 in-lbs. DO NOT have conductors  
protruding past the insert or jacketing inside of the 
insert.

Torque: 
40 in-lbs

.75 in  
(19 mm)

With a wire stripping tool or knife remove .75 in  
(19 mm) of outer jacketing. DO NOT nick the copper 
wires; this may cause voltage drop at the RRU.   

To adjust the length of the 
twisted 10AWG power  
conductors, install the  
assembly into the surge device 
and torque the cable gland to 
approximatly 44 in-lbs. 

Mark the power conductors for 
the new length.

Torque: approx.  
44 in-lbs


